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TAMP BACKFILL MATERIAL # REBARS, 2 REQUIRED
BETWEEN BLOCK & PIPE WRAP EXPOSED PORTIONS OF
BARS AND 2" INTO CONCRETE
O WITH V2 LAPPED, 10 MIL. PVC
- TAPE.
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CONCRETE BLOCK —-—/ *
ELEVATION
NOTES: 1 ENCASE ALL BURIED METALLIC SURFACES WITH
POLYETHYLENE WRAP AS SPECIFIED IN AWWA Cl05.
2, FLANGES, NUTS & BOLTS SHALL BE CLEAR OF
CONCRETE,
DIMENSIONS (200 PS! TEST)
PIPE 11 V4° BEND 22 ¥2° BEND 45° BEND
SIZE L W H L ¥ H L w H
6" 207 20" 10" 2'0" 2'0" 2’0" 2'0" 2'0" 20"
8* 20" 20" 10" 20" 30" 2'0" 2'0" 40" 2’0"
10* 20" 30" 2'0" 20" 40" 20" 2’0" 4’0" 30
127 2’0" 3’0" 20" 207 6’0" 2'0" 20" 6’6" 30"
18" 30" 30" 3’0" 30" 6’0" 30" 30" 50" 50"
DIMENSIONS (250 PSI TEST)
PIPE 1 V4° BEND 22 V2° BEND 45° BEND
SIZE L w H L w H L w H
6" 20" 26" 10" 20" 26" - 20" 20" 30" 2'0*
8" 2'0" 2’6" 10" 2’0" 39” 20" 2'0" 50" 2'0"
10" 20" 2'6" 2’0" 2'0" 50" 20" 2'0" 50" 3'0*
127 20 39" 20" 2'0" 60" 2'6” 2'0" 6’0" 40"
18* 30" 3’9 3’0 30" 56" 40" 30" 70" 50"
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